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PUMP CEMENT SLURRY INTO
CASING TO SURROUND

1'"TO 2' GAP IN SKID AT CARRIER PIPE

JOINTS AND EVERY 6'
FOR PIPE SECTIONS
LONGER THAN 8'

CARRIER PIPE AS SPECIFIED

STRAP WOODEN SKIDS TO PIPE, 3 SKIDS
PER PIPE SECTION. SKIDS TO SUPPORT
FULL LENGTH OF PIPE EXCEPT BELL

CONCRETE PLUG AT
EACH END OF CASING

PLAN

O.D. PIPE BELL STEEL CASING

0.D. PIPE BARREL 1.D. CARRIER PIPE

CEMENT SLURRY STRAP

REDWOOD CEDAR OR
PRESSURE TREATED
FIR SKIDS

SECTION A-A

NOTE:
PLUG ENDS OF CASING WITH CONCRETE.
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